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FLOOR PLAN LEGEND
S FULL HEIGHT METAL STUD @ 16" 0.C. U.N.O. WITH SOUND BATT. THIRD FLOOR PLAN - REMODEL KEYNOTES

INSULATION AND FINISHES FULL HEIGHT FROM FINISH FLOOR TO DECK

ABOVE. REFER TO DETAL 6, 7 & 8/AS906. NEW GYPSUM WALLBOARD & RUBBER BASE OVER NEW 2" RIGID
C 2 PARTIAL HEIGHT METAL STUD @ 16” 0.C. U.N.O. WITH SOUND BATT. INSULATION OVER (E) INSULATION FROM FLOOR TO DECK, TYPICAL AT

INSULATION AND FINISHES FROM FINISH FLOOR TO 2" ABOVE FINISH EXTERIOR WALLS.

S

CEILING. REFER TO DETAIL 5/AS906. @ SUN CONTROL DEVICES — SOLAR TRACKING. (OMIT AT DEDUCT ALT. #7)
(E) METAL STUD WALL WITH SOUND BATT INSULATION. WALL AND
FINISHES FULL HEIGHT FROM FINISH FLOOR TO DECK ABOVE. REPLACE (3) (E) SUNSCREEN ABOVE. REMOVE DEBRIS AND CLEAN VIA POWERWASH.
FINISHES WHERE NOTED. (4) SUNSCREEN ABOVE. REFER TO DETAL 19/AS908.
exroroooroa (E) METAL STUD WALL WITH THERMAL INSULATION. WALL AND FINISHES
AT A A g @ C.1 C D 3 F FULL HEIGHT FROM FINISH FLOOR TO DECK ABOVE. REPLACE FINISHES (5) (E) ROOF TO REMAN.
. . . WHERE NOTED.
-, Frovz 7] (E) FULL HEIGHT STRUCTURAL CONCRETE WALL () (E) EXHAUST FAN TO REMAN.
25'-0" 25'-0" 19 @
7 - 1 (E) METAL STUD WALL WITH SOUND BATT INSULATION. WALL AND (E) ROOF HATCH TO REMAIN.
PROVIDE WARM SHELL SPACE ONLY AT 18'-0" FINISHES PARTIAL HEIGHT. REPLACE FINISHES WHERE NOTED. (E) ROOF DRAIN TO REMAN, TYP. OF 2
DEDUCT ALTERNATE #8. SEE 2/AS203)— 1 1 {( [ ea=;e===- (E) WORK STATION. FURNITURE PARTITION W/ RUBBER BASE
A n ‘ A A n A —+—+—+—+—+—+ 1 HR FIRE BARRIER. WALL AND FINISHES FULL HEIGHT FROM FLOOR
TO DECK ABOVE.
AS604
W W W ' W (E) 2 HR FIRE BARRIER. WALL AND FINISHES FULL HEIGHT FROM
‘ FLOOR TO DECK ABOVE.
% o — — — — f— W DENOTES WALL TYPE. SEE 1/AS906.
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